
699 

Rural Utilities Service, USDA § 1755.702 

Comments: lllllllllllllllll

llllllllllllllllllllllll

llllllllllllllllllllllll

10.3 Isolation ground bars in the relay 
racks are to be properly connected to the 
MGB with appropriate sized conductor with 
no sharp bends. 
Acceptable: ll Yes ll No 
Comments: lllllllllllllllll

llllllllllllllllllllllll

llllllllllllllllllllllll

10.4 All radio equipment cabinet(s) are to 
be at least 10 feet (305 cm) from the IGZ. 
Acceptable: ll Yes ll No 
Comments: lllllllllllllllll

llllllllllllllllllllllll

llllllllllllllllllllllll

10.5 The metal spare parts cabinet is to be 
grounded with a #6 AWG or larger insulated 
wire to non-IGZ cable rack, etc. or directly 
to the MGB. 
Acceptable: ll Yes ll No 
Comments: lllllllllllllllll

llllllllllllllllllllllll

llllllllllllllllllllllll

[58 FR 30938, May 28, 1993; 58 FR 36252, July 
6, 1993; as amended at 60 FR 1711, Jan. 5, 1995, 
60 FR 64312, 64314, Dec. 15, 1995; 69 FR 18803, 
Apr. 9, 2004] 

§§ 1755.523–1755.699 [Reserved] 

§ 1755.700 RUS specification for aerial 
service wires. 

§§ 1755.701 through 1755.704 cover the 
requirements for aerial service wires. 

[61 FR 26074, May 24, 1996] 

§ 1755.701 Scope. 
(a) This section covers the require-

ments for aerial service wires intended 
for aerial subscriber drops. 

(b) The aerial service wires can be ei-
ther copper coated steel reinforced or 
nonmetallic reinforced designs. 

(c) For the copper coated steel rein-
forced design, the reinforcing members 
are the conductors. 

(1) The conductors are solid copper- 
covered steel wires. 

(2) The wire structure is completed 
by insulating the conductors with an 
overall extruded plastic insulating 
compound. 

(d) For the nonmetallic reinforced 
design, the conductors are solid copper 
individually insulated with an extruded 
solid insulating compound. 

(1) The insulated conductors are ei-
ther laid parallel (two conductor design 
only) or twisted into pairs (a star-quad 
configuration is permitted for two pair 
wires). 

(2) The wire structure is completed 
by the application of nonmetallic rein-
forcing members and an overall plastic 
jacket. 

(e) All wires sold to RUS borrowers 
for projects involving RUS loan funds 
under §§ 1755.700 through 1755.704 must 
be accepted by RUS Technical Stand-
ards Committee ‘‘A’’ (Telecommuni-
cations). For wires manufactured to 
the specification of §§ 1755.700 through 
1755.704, all design changes to an ac-
cepted design must be submitted for 
acceptance. RUS will be the sole au-
thority on what constitutes a design 
change. 

(f) Materials, manufacturing tech-
niques, or wire designs not specifically 
addressed by §§ 1755.700 through 1755.704 
may be allowed if accepted by RUS. 
Justification for acceptance of modi-
fied materials, manufacturing tech-
niques, or wire designs must be pro-
vided to substantiate product utility 
and long term stability and endurance. 

[61 FR 26074, May 24, 1996] 

§ 1755.702 Copper coated steel rein-
forced (CCSR) aerial service wire. 

(a) Conductors. (1) Each conductor 
shall comply with the requirements 
specified in the American National 
Standard Institute/Insulated Cable En-
gineers Association, Inc. (ANSI/ICEA) 
S–89–648–1993, paragraphs 2.1 through 
2.1.5. The ANSI/ICEA S–89–648–1993 
Standard For Telecommunications 
Aerial Service Wire, Technical Re-
quirements (approved by ANSI July 11, 
1994) is incorporated by reference in ac-
cordance with 5 U.S.C. 552(a) and 1 CFR 
part 51. Copies of ANSI/ICEA S–89–648– 
1993 are available for inspection during 
normal business hours at RUS, room 
2845, U.S. Department of Agriculture, 
Washington, DC 20250–1500, or at the 
National Archives and Records Admin-
istration (NARA). For information on 
the availability of this material at 
NARA, call 202–741–6030, or go to: http:// 
www.archives.gov/federallregister/ 
codeloflfederallregulations/ 
ibrllocations.html. Copies are available 
from ICEA, P. O. Box 440, South 
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